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1. Scope and Recommendations 
 

The scope of this document is to present the findings and test data associated with the execution of the HV transformer RFS-ITP (Ready for Shipment – 

Inspection and Test Plan), associated with document SEI-KXL-TXF-0335-RFSITP. 

 

 

2. Addendum-A:  PS08-Grassy Creek HV Transformer Test Results 
 

See attached report from Shermco (209 pages) “20-S226-15-01” for the PS08-Grassy Creek HV Transformer testing results. 

 


