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QUH-335A/B P—328A/P—-328B FR-329 FR-330 H-331 BMS-331 E-332 P-333 QK-334A/B T-705 T-706
BUILDING HEATERS GLYCOL PUMPS GLYCOL PARTICULATE FILTER GLYCOL CHARCOAL FILTER GLYCOL REBOILER BURNER MANAGEMENT SYSTEM AIR/GLYCOL EXCHANGER GLYCOL TRANSFER PUMP BUILDING FANS GLYCOL STORAGE TANK GLYCOL SKIM TANK
VENDOR: CCI THERMAL TECHNOLOGIES VENDOR: ROTORTECH VENDOR: SPECTRUM VENDOR: SPECTRUM VENDOR: SPECTRUM VENDOR: PRONGHORN CONTROLS VENDOR: RUFFNECK VENDOR: WARREN RUPP VENDOR: WARWICK OR: TBD VENDOR: TBD
MAKE/MODEL: CATADYNE WX 24x30 MAKE/MODEL: GS—1104 MAKE/MODEL: OPSCO MODEL 6—1-336C10-SX MAKE/MODEL: OPSCO MODEL 6-1-336C10-SX SIZE: 610mm 0.D. x 3048mm LG. MODEL: U1_BTEX_2012_LP_PILOT_RF_LP24 MAKE/MODEL: AH—24B—A7A1-A1-2A MAKE/MODEL: G SERIES G-OSBATTXNSX000 ~ MAKE/MODEL: GREENHECK SE1-12-432-A4  MAKE/MODEL: WESTEEL/___ MAKE/MODEL: ___
MAX. DUTY: 7,322 KW (25,000 BTU/HR) CAPACITY: 1.9 Min — 3.8 Mox USGPM SIZE: 168mm 0.D. x 1048mm SIZE: 168 NPS x 1048mm DUTY: 350,000 BTU/HR MAKE: KENILWORTH 1/2HP 115V/1Ph/B0Hz (QTY. 2) APACITY: 0/56 LPM 1/4HP/115V/1Ph/60Hz CAPACITY: 1000 GAL CAPACITY: 1893L (500GAL)
START: 120V D.P.: 10466 kPaG Max MAWP: 1758 KPA @ 93.3C MAWP: 1758 KPA @ 93.3C C/W 610mm 0.D. x 3048 LG ACCUMULATOR 24 \DC, CLASS 1, ZONE 2 DUTY: 86,000 BTU/HR (25 KW) ALUMINUM WETTED PARTS /W WALL SLEEVE AND DAMPENER
CLASS 1/ZONE 2 T 93.3C CA: 3.2mm CA: 3.2m C/W 1" NPS LEAN/RICH HEAT EXCHANGER COIL C.S.A_B149.3 COMPLIANT CLASS 1, ZONE 2 1/2" NPT (SUCTION/DISCHARGE) 12 ACPH
GAS GROUP IIA 3:1 TURNDOWN C/W PECO ELEMENT — FT336C10 C/W PECO ELEMENT — FT336CAC GAS GROUP 1A GAS GROUP IIA CLASS 1, ZONE 1
TEMP. CODE T2 230/460V/3Ph/60Hz XP TEMP. CODE T2 TEMP. CODE T2 GAS GROUP lIA
MOTOR: WEG 5.0HP TEMP. CODE T2
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